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 Description of Structure:  The building is 4 story 

structure.  The Skilled Nursing Facility is located 

on the ground floor. 

Construction Type: II (222)

Sprinkler status: Fully Sprinklered

An unannounced revisit to the Life Safety Code 

survey conducted on 12/01/2016 was conducted 

on 12/16/2016, in accordance with 42 Code of 

Federal Regulation, Part 483: Requirements for 

Long Term Care Facilities. The facility was 

surveyed for compliance using the LSC Existing 

2012 regulations. The facility was in compliance 

with the Requirements for Participation Medicare 

and Medicaid. 

Corrected deficiencies are identified on the 
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Any deficiency statement ending with an asterisk (*) denotes a deficiency which the institution may be excused from correcting providing it is determined that 

other safeguards provide sufficient protection to the patients . (See instructions.)  Except for nursing homes, the findings stated above are disclosable 90 days 

following the date of survey whether or not a plan of correction is provided.  For nursing homes, the above findings and plans of correction are disclosable 14 

days following the date these documents are made available to the facility.  If deficiencies are cited, an approved plan of correction is requisite to continued 

program participation.
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